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NOTES:

1. CONDUIT #1138, BETWEEN BUILDING 70B AND PULL BOX ON WEST
EXTERIOR WALL OF 70A (NEAR LOWER 70A LOADING DOCK).

ENTRANCE CONDUIT FROM PULL BOX, INTO BUILDING 70A, ROOM 1101

(70A T1.1).

RISER CONDUIT SYSTEM FROM 70A T1.1 TO BUILDING 70A THIRD FLOOR

PULL BOX.

CONDUIT FROM BUILDING 70A, THIRD FLOOR PULL BOX TO BUILDING 70A
NORTH HALLWAY TELEPHONE CLOSET (70A T3.1).

PROVIDE NEW 1 INCH CONDUIT FROM 70A T3.1 TO FACP IN BUILDING 70A,

HALLWAY 3396.

2. CONDUIT #10506 BETWEEN TMH510 AND BUILDING 54, ROOM 114.
PROVIDE NEW CONDUIT BETWEEN BUILDING 54 ROOM 114 AND THE FACP

IN BUILDING 54, ROOM 100.
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